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          SKR CONTACT  
Installation instruction 

 
Description: Accessory to accept dry contact (NC) by others, interrupting operation of SKR humidifier. 
 

Technical Data SKR CONTACT 

Electrical connection 20 AWG minimum on screw terminals 

Installation Wall mount 

Accessories supplied with the SKR contact 10 ft of control cable (# SP 9047) 

 
Dimensions 

A

B C

 

 
 

Dimension Inches Metric (mm) 
A 4.50 114.3 
B 2.00 50.8 
C 0.75 19.1  

 
Wiring Diagrams 

• The SKR contact has two phone jack connectors 
to wire the HRDFS100 or AFPS100 in series 
with the SKR 

• The SKR contact has two terminals to connect to 
a dry contact provided by others. 

SKR contact

 
 
Instructions 

• Remove the white jumper on terminals 1 and 2. 
• Wire terminals 1 and 2 to a dry contact (by others). 
• 20 AWG. 
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Feature: 
• Adjustment free. 

• Easily installation. 

 


